


- Slide 2 shows a 1000mm ductile Iron Critical trunk main within the proposed development boundary of section 1 

- Slide 4 shows a 3” uPVC main that is with in the proposed development boundary this seems to be laid in the 
this appears to be laid in the carriageway but if any construction works are to take place in the road this will need to 
be located and marked out and either diverted or dependant on construction/reinstatement protected

- Slide 7 shows several mains (6” and 4”)within the proposed dev boundary of section 2. Again these could be located in the   
carriageway

and would need to be verified as to their exact location if the development is to go ahead and again dependant on 
construction

could be diverted or protected during construction

- Slide 9 shows a small length of 300mm Ductile Iron main that may be impacted in Section 3 of your plans 

- Slide 11 shows the same main 300mm DI on a different section of your plans section 4 same applies to this main as previous

Plans showing YW clean water mains in proposed development area
























